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Introduction
During the first phase of recent UK field trials on 81 domestic air-and ground-source heat pumps the median seasonal performance factor (SPF) of the sample of 54 ground source heat pumps was found to be 2.2 [1] . (In this context, the seasonal performance factor is taken to mean the heat delivered to the space heating and domestic hot water service over a complete annual operating cycle OPEN ACCESS divided by the corresponding electricity required by the heat pump and its associated source and sink circulating pumps.) The performance was well below expectations and was attributed to a multitude of factors including system sizing, type of source, building efficiency, user behavior and installation practices. Following the first phase of these trials, several site interventions were planned and improvements to the Microgeneration Certification Scheme (MCS) [2] were made to inform future users of heat pumps on procedures for design and installation. The interventions ranged from minor measures (e.g., adjustments to controls) to major interventions (in some cases, involving a re-installation of the heat pump or radiators where they were considered inappropriately sized). Following the interventions, a sample of 32 improved installations were monitored for one further year of which 21 were ground source heat pumps. The median SPF for this sample was found to be 3.1 [3] . Whilst the improvement in seasonal coefficient of performance to 3.1 is welcome, it is still short of the potential for these systems. Most of the domestic heat pumps available at present use a remarkably similar kit of parts. These include brazed plate heat exchangers for the evaporator and condenser (which tend to give better heat exchange -pinch‖ than the first-generation shell and tube heat exchangers), scroll fixed-speed compressors and mechanical (-thermostatic‖) expansion devices. A buffer water store on the heating side is usually included either as part of the heat pump package or plumbed-in separately and the control of the heat pump is usually by means of a heating thermostat mounted in the heating flow from the heat pump (though often in the heating return especially when a buffer tank is not used). Therefore, it is to be expected that variations of the kind identified in [1, 2] are most likely to be due to design, installation and operational issues rather than issues concerned with the heat pump itself.
The UK experiences a quite different climate than that experienced in continental regions in that its weather is governed by maritime conditions with mild winters and frequent episodes of abrupt variations in weather from day to day. Partly because of this, lower standards of thermal insulation tend to be used in UK building construction than is the case in colder climatic regions. It is also generally accepted that the UK lags behind continental Europe and America in its exploitation of ground source heat (though the recent introduction of tariff incentives is likely to see that situation change quite abruptly in the coming years). The UK's geological formations (many of which are at least moderately water-bearing) are also quite different to many of the well-drained sites in America where closed loop ground source heat pumps have been widely used and reported. To account for this, reference will be made in this work to a new and large data set of ground formation conductivities from a large number of sites across the UK. Thus, UK conditions for the use of ground source heating offer a number of unique features which make detailed research and evaluation particularly timely.
In this work, the impact of heat pump capacity and ground array design for domestic ground source heat pumps operating in UK conditions are explored in detail with a view to establishing design criteria that might lead to improvements in operating performance. This will be achieved through the following objectives:
 Detailed dynamic modelling of two typical UK house types of differing sizes and energy demands.  Development of a new empirical heat pump model which accounts for the degradation in part-load operating performance evident in these systems.  Design of vertical ground loop arrays using the simulated house energy demands and the new heat pump model.
 Investigations into the sensitivity of the array designs to variations in soil and borehole heat exchanger properties and an analysis of the robustness of the designs over an extended operating time horizon (5 years).  Investigations into the sensitivity of the seasonal heat pump electrical energy use and house comfort conditions to the under-sizing and over-sizing of the heating system.
Previous Work
Bagdanavicius and Jenkins [4] modelled electrical energy demands for a community of 96 two, three and four-bedroom houses with the assumption that all of the houses used a ground source heat pump sized according to the MCS heat pump standard [2] . They found domestic hot water energy use to have a major bearing on results but their results were restricted to just one winter week. In an experimental study, Blanco et al. report on the performance of a variable speed compressor-driven heat pump at domestic scale [5] . Variable speed heat pumps are yet to be widely adopted at domestic scale and are likely to bring part-load performance improvements as well as dispensing with the need for sink-side buffer heat storage. They found that, on average, the electrical consumption when operating with heating temperatures of 35 °C was 29% lower than when operating at 45 °C. Wood et al. carried out an experimental investigation into a vertical ground array consisting of single -U-tubes‖ cast into 10 m-deep piles [6] . They used 21 such piles making an overall array size of 210 m and demonstrated a typical heating delivery rate of 6 kW with a seasonal performance factor of 3.62. So called -energy piles‖ can provide strong economic advantages compared with conventional vertical ground source arrays though this method of foundation construction is seldom used in house construction. Boait et al. investigated the performance of a group of bungalows equipped with ground source heat pumps [7] . They obtained results that were consistent with the first phase of the Energy Saving Trust's trials mentioned earlier [1] and, again, revealed performances that were below observations from other field trials carried out elsewhere in continental Europe. This conclusion is also comprehensively arrived at by a detailed analysis of a number of European field trials on both air-and ground-source heat pumps carried out by Gleeson and Lowe [8] . One of a number of reasons for the performance shortfall mentioned in the Boait et al. study was the limited availability of very low capacity heat pumps for small well-insulated UK dwellings (such as bungalows) meaning that the larger capacity heat pumps that are used tend to operate for long periods at light load. However the overarching finding from all of these sources is that the reasons for the disappointing UK performances are complex and multi-faceted and further work is needed.
In conclusion, evidence is beginning to emerge which suggests that domestic ground source heat pumps in the UK are performing below expectations and below comparable installations in other parts of Europe. It appears that there are many reasons for this but a key consideration would appear to be the capacity of the heat pumps used in the UK in relation to the pattern of domestic energy demand. Matters are complicated by the requirement to generate domestic hot water through the summer months when space heating is usually not required. This is often at temperatures that are higher than would be required for space heating due to the need to ensure safe hygiene standards in hot water storage and plumbing systems (though this can be conveniently addressed with minimal loss in performance through the use of a two-zone de-superheater/condenser [5, 9] ). and 125 m 2 were therefore chosen to fall within this range. It was assumed that the first of these would be a two-story mid-terrace house and the second would be a two-story detached house. Simplified seasonal energy demand modelling was carried out using BREDEM 2012 [11] . Briefly, BREDEM 2012 [11] -Building Research Establishment Domestic Energy Model‖ is a calculation procedure to estimate all forms of energy consumption in houses. It is a monthly calculation method based on monthly-averaged weather data. The house to be modelled is split into two zones-a main living zone (usually the living room or main reception room) and the rest of the house forms a second balance zone. A simple time-constant-based model is used to estimate heating energy use whereas regression-fitted models based on observations of a large number of UK house types are used to calculate hot water and electrical equipment energy demands. Though the electrical demands are of no direct interest in the present work, they are indirectly used to provide information on internal heat gains which are used to adjust space heating demands. Mainly because of the regression models for energy uses that would otherwise be very difficult to calculate theoretically, BREDEM 2012 [12] tends to give highly representative and accurate results over longer-term averaging periods in strictly UK conditions but is not suitable for energy studies over short time periods. The methods described in BREDEM 2012 [11] form the primary methods used in all UK domestic energy planning and design evaluation work.
Energy Demand Modelling in a Sample of UK Houses

House Type Selection and Seasonal Modelling
Adjustments were made to house layout, glazing and construction details such that results from the BREDEM modelling provided values that were similar to the two mean gas consumptions from the NEED data [10] with the intention of arriving at two -very typical‖ UK house types as judged by energy demand performance. The details arrived at in this way are consistent with houses that were either constructed or fully refurbished to standards prevailing at about the beginning of this century.
Thermal properties and other details of the two house types can be found in Appendix A (Tables A1 and A2) .
Results of the BREDEM modelling using a London site selection for both houses are summarized in Table 1 . The totals given in Table 1 can be seen to be of the order of the NEED results mentioned above and can thus be considered to be representative of commonly occurring UK house types of this scale. 
Dynamic Thermal Modelling
The BREDEM results give a good representation of annual energy demand in UK housing which is why the methods used are linked to the Standard Assessment Procedure (SAP) for the purposes of energy efficiency policy development, design and planning applications in the UK. The method is, however, limited in that for the detailed analysis of renewable, low carbon and other complex microgenerators, more granular time-series results of energy demand data are required (e.g., half-hourly or hourly data) whereas BREDEM is only able to provide results at monthly (minimum) intervals. For loads that can be considered to follow a daily average pattern such as domestic hot water this is of no consequence but for the dominant energy demand due to space heating which varies due to both climate and user activity this is a serious limitation. Indeed the need to achieve a better understanding of the response of the heat pump and heating system with the dynamics of the building were emphasised by Boait et al. in their field trial study [7] . The two house types were thus remodeled using a dynamic thermal modelling procedure and the results compared for accuracy with the BREDEM reference results.
Re-modelling of the space heating energy use for both houses was carried out using a superset of bespoke building energy modeling components developed for Simulink in the Matlab environment-the Simulink HVAC (heating, ventilating and air conditioning) Blockset. Details of the blockset library can be found in Appendix B (Figures B1 and B2) and details of the mathematical derivations of the most relevant blocks used in the present work can be found in the literature [12, 13] . All dimensional and other details as were used in the BREDEM modelling were also used in the dynamic thermal modelling (Appendix A). A current test reference year weather file for London was used from the Chartered Institution of Building Services Engineers (CIBSE) Future Weather Years set [14] . (Note that monthly-average values from this weather file were also used in the earlier BREDEM modelling.)
For domestic hot water energy, the original BREDEM monthly predictions were broken down into daily average values. The operating daily schedules were then applied which consisted of one 2 h heating period each weekday morning following by one 7 h heating period during each weekday evening. On weekend days, one single 16 h heating period was applied. The domestic hot water loads were allocated to the morning and evening periods in the ratio of 1:2, respectively (this pattern was assumed to apply on both weekdays and weekend days).
Annual total energy demands predicted using the dynamic thermal model were found to be 10,529 kWh for the mid-terrace house and 16,994 kWh for the detached house which agree very favourably with the totals from the reference model (BREDEM) given in Table 1 . The annual distributions of these demands generated using the Simulink dynamic thermal model are plotted (including hot water demands) in Figure 1 . 
Development of a Ground-Source Heat Pump Model
One of the stated objectives of this work is to take account of the decline in heat pump performance when operating at part load. Conventionally, a heat pump model capable of describing part load performance would require being fully dynamic and, consequently, very computationally demanding. A simpler model is needed particularly when the heat pump merely forms part of a more extensive modelling problem (i.e., treatment of the ground array as discussed in the next section). Historically, a simple (and conditionally accurate) modelling approach often used is the so-called -catalogue fit‖ model. In this, one or more dependent variables (such as electricity consumption and coefficient of performance) are fitted to a manufacturer's performance data set using multiple-regression, e.g., [15] [16] [17] . These models are accurate (at least as far as that particular manufacturer's product is concerned) but are limited in that the various standards from which these data are prepared assume static operation at the declared boundary conditions specified in the catalogue. In other words, they assume that the heat pump operates at full continuous capacity at the stated conditions. In practice, heat pumps like other energy generating plants will operate according to some control conditions and will spend large parts of the operating cycle at part load. When operating intermittently to meet a varying load under a thermostat, the first few seconds or minutes of operation as the heat pump starts is merely recovering losses prior to raising the heating temperature to a point where it can contribute to the prevailing load. Thus, in this initial phase of operation, the energy delivered by the heat pump constitutes a loss. This loss accumulates according to the number of thermostat starts the heat pump makes over a full operating cycle. Since most domestic heat pumps in use today for space heating are controlled by thermostats, losses can be significant and clearly become amplified when the heat pump capacity is larger than it needs to be (i.e., when it is over-sized). To capture this behaviour whilst also retaining a simple model structure, an empirical model is developed based on a domestic-scale laboratory pilot.
Description of the Heat Pump Test Rig
The heat pump test rig consists of a conventional domestic scale water-to-water heat pump using refrigerant R410A with a rated (nominal) heating capacity of 9.5 kW. The heat pump was controlled using a thermostat (with an adjustable set-point) mounted in the heating system return connection at the inlet to the heat pump. Detailed physical information about the heat pump can be found in Appendix C (Table C1) .
The heat pump is sourced from three 100 m (deep) plus one 65 m (deep) vertical closed loop borehole heat exchangers giving a total array capacity of 365 m. All four heat exchangers are connected in parallel and each can be individually isolated to enable a variable capacity array. Each borehole heat exchanger comprises a 32 mm high density polyethylene U-tube inside a 130 mm diameter borehole with the inner spaces grouted using thermally-enhanced bentonite. The array lies in Coal Measures and a thermal response test carried out shortly after installation gave a mean soil conductivity of 2.45 W· m The heat pump outputs to four equally-sized double panel convector-radiators which provide heating to the local laboratory environment. Each has a rated emission of 1.07 kW with reference to a mean water temperature of 40 °C and a local air temperature of 20 °C. Though the heat pump does not have a buffer tank, the heating system has a significant amount of -natural‖ buffering due to a low-loss header and significant runs of larger diameter (32 mm) steel piping upstream of the heating system. It is estimated that, collectively, these features provide approximately 50 L of system-side buffering that would not normally be present in a domestic installation.
Instrumentation consisted of a current clamp and voltage transducer on the incoming electrical connections to the heat pump. The power factor was measured separately using an electric circuit analyser and found to have an average value of 0.924 with very minimal variance. Source and sink heats were measured using a pair of resistance-wire temperature detectors and time-of-flight ultrasonic flow meters on both sides of the heat pump. Compound measurement uncertainties were assessed to be on average ±0.8 kW on heating loads (typically <10% of measured heat) and ±0.12 kW on active electricity use (typically <5% of measured electricity use). The laboratory air temperature was measured using several K-type thermocouples and subsequently averaged at each reporting time row.
Experimental Procedure
Forty-eight heat pump capacity tests were carried out using the following variations in plant configuration:
 100 m, 200 m, 300 m and 365 m of source array capacity.  1, 2, 3 and 4 convector-radiators turned on.  Nominal heating thermostat set point temperatures of 38 °C, 40 °C and 50 °C.
All variables were monitored at 5 s intervals and averaged in sets of six for reporting at 30 s intervals. The first and final rows of data during each on-phase were discarded in order to remove data spikes arising from incompleteness in the data during a reporting interval in which the thermostat's status changed. Individual borehole tests were carried out on separate days to allow for soil stabilization between tests and the first thermostat cycle of results between convector-radiator adjustment events were discarded to allow for heating system stabilization. Note that the test heat pump in this case is monovalent and the logged electrical consumption includes the source pump but not the sink (heating system) pump. Thus, when used for seasonal performance evaluations, the results based on the present work would lead to a seasonal performance factor that has become referred to in some of the literature as -SPF H2 ‖ [3, 8] .
Results and Model-Fitting
It is well established that the performance of a heat pump depends inter alia on the source and sink temperatures. In addition, the part-load ratio (P) of the heat pump is defined here as the ratio of actual heating delivered to the maximum heating delivered. This can be determined from the results in one of two ways. Either by calculating the total heating delivered over time (in kWh) and dividing by the continuous average heating that would have been delivered over the same time period if the heat pump had not been operating intermittently; or by calculating the radiator emission from the measured heating water temperatures and laboratory air temperature. (Both methods were used and differences between them were found to be minor.)
To identify the influence of the array capacity and P on the heat pump performance, each set of test results was averaged and the heat pump coefficient of performance plotted against P for each discrete array capacity. Results, given in Figure 2 , show a strong influence of both of these variables on performance. It is particularly noted that the heat pump performance falls sharply at P values of ≤0.5. Therefore, the fitted model was selected to account for variations in source and sink temperature, array capacity and P. For convenience, the source and sink temperature were reduced to a temperature differential, ∆T sosi , between heat pump outlet sink water temperature and heat pump outflow source fluid temperature. Thus, for individual fitting over each array capacity, there will be two dependent variables; P and ∆T sosi .
Two alternative model forms were tested; bi-linear (Equation (1)) and bi-quadratic (Equation (2)):
(in which a 1 ...d 1 and a 2 ...f 2 are regression constants). Results of multiple-regression fitting over all viable data using both models are summarized in Figures 3 and 4 . For the bi-linear model, most of the target/model error values across all data are within ±10%. There is no improvement in goodness-of-fit when adopting the slightly more complex bi-quadratic model and the target/model error values here are mostly contained within the higher error range of ±20%. Hence, the bi-linear model is adopted in this work. Multiplying out Equation (1) gives the following for which values of the fitted constants, A, B, C, and D, for all array capacities investigated can be found in Table 2: sosi sosi 
Ground Array Modelling
The closed loop vertical array was modelled as a conventional heat exchanger problem using Kays and London's classical -number of transfer units‖ (NTU) method [18] . This involved calculating the number of heat exchange transfer units from which the array effectiveness could be determined (Equations (4) and (5)):
Note that the specific heat capacity of the array fluid, c pf,array , is calculated using the properties of ethylene glycol solution at the user-defined ethylene glycol concentration. In the present work, the concentration was set at 20% (by volume). The heat exchange (i.e., array) effectiveness is defined as the heat transfer achieved divided by the maximum theoretically possible heat transfer. Thus, the array outlet temperature can be calculated at each time row in the simulation from Equation (6):
  f,array,out array,soil f,max array
(where T array,soil is the current time row average of the soil temperature along the paths of the array heat exchangers). For the soil domain, a three-dimensional (in space) dynamic numerical solution of the Energy Equation was used through a uniformly discretized grid cast throughout a defined soil domain. Full details of this model can be found in [19] . The house time-series energy demands described in Section 2.2 are read into this model and used to calculate the energy balance on the new heat pump model described in Section 3.3 and the array model described above. This leads to a heat pump source flux at each time row which is then uniformly imposed on the defined array path in the soil domain model. In effect, this amounts to imposing a variable line source of heat on the numerical soil domain model. The soil domain model used a 50 m × 50 m × 150 m (deep) domain size with a uniform 1 m grid mesh size. The grid mesh size was found to be acceptable for long time horizon simulations (such as in the present work) but a smaller size is needed for short-time simulations (a further discussion about this can be found in [19] ). The domain size was found to give good results for up to 5 years of simulation duration. A comparison with a 100 m × 100 m × 150 m domain size was made and differences in results in the key variable of heat pump electricity usage were found to be negligible (the larger domain requiring almost five-times the computation effort as the smaller domain). A uniform undisturbed earth temperature distribution (see Section 5) was imposed throughout the domain as an initial condition and the boundaries of the domain were held at these values. A uniform time step of 1 h was used. The computation time on a quad-core workstation was found to be 4.7 h of simulation time per 1 s of computer elapsed time. The entire ground, heat pump and array model was implemented as a bespoke Matlab function.
Results and Discussion
Reviews of soil properties based on thermal response tests carried out in the UK have received attention recently. Underwood [19] [20] . There are some similarities in the conductivity results between the two sources though there are differences between borehole resistance values most likely due to different methods being used to arrive at the results from basic measurements (extraction using a bespoke optimisation algorithm in [19] and extraction by conventional line source theory in [20] ). Since [20] represents the larger sample of data, these results will be used in the evaluative modelling that follows. In addition, the undisturbed ground temperatures at the lower quartile, median and upper quartile of 11.7 °C, 12.3 °C and 13.2 °C [20] are used.
Array Design
The median soil property and borehole resistance data reported in [20] were used for initial array design: In addition, the volume heat capacity for the soil was assumed to be 2.4 MJ· m −3 · K −1 which is appropriate for a wide range of soil and rock types. Reference is made to the house design heat losses detailed in Appendix A, Table A2 ; a notional design coefficient of performance of 2.82 as suggested by the Energy Saving Trust's most recent field trials [3] ; and the array design look-up tables contained in the Microgeneration Certification Scheme (MCS) [2] . Using this information, recommended array designs of 83 m for the mid-terrace house and 138 m for the detached house were arrived at. These array sizes would therefore be used in normal practice. For design evaluation, simulations using the foregoing data together with the time-series energy demands detailed in Section 2.2 were carried out for both house types based on a range of array sizes starting with the MCS values of 83 m and 138 m for the respective house types. Results in the form of alternative heat pump seasonal performance factors (SPF) are summarized in Table 3 . Note that seasonal performance factors used in the present work are what have become referred to in some of the literature as -SPF H2 ‖ [3, 8] . They are applicable to a monovalent heat pump (including source fluid pump) electricity use but exclude the heating system (sink) pump. For all simulations, the heat pump heating water outlet temperature set point was fixed at 42 °C which is within the range of the test results described in Section 3.2 upon which the heat pump model is based. It was assumed that all space heating and domestic hot water loads are delivered at this temperature from the heat pump buffer store of capacity 50 L. No allowance has been made in the present work for additional direct electric heating due to periodic hot water pasteurization (if used). Comments: The performances based on array sizes recommended by the MCS are broadly consistent with the median performance of the actual installations monitored by the Energy Saving Trust [3] after improvements had been made (i.e., 3.1). For both house types, there are improvements of up to around 10% in the heat pump SPF by increasing the array size significantly. For the mid-terrace house, increasing the array size by a little over 100 m beyond the value recommended by the MCS gives a performance improvement of 8.9% whereas a further increase by 100 m results in a much lower improvement of 1.8% and there is no improvement at higher array sizes. Therefore, a design array size of 200 m would seem appropriate for this case. For the detached house, there is a performance improvement of 4% when increasing from the MCS recommended array size to 200 m and the improvement increases to 6.1% when increasing from 200-300 m after which there is no further improvement with increasing array size. Thus, a 300 m array would seem to be the appropriate choice here.
In the subsequent analyses, the array size for the mid-terrace house will be set at 200 m and, for the detached house, 300 m.
Sensitivity to Time Horizon
To test the designs over an extended operating period, the array sizes and other design conditions set out in Section 5.1 were applied to five-year simulations for each house. It was assumed that the annual demand patterns (Figure 1 ) remained the same in each year. Results of the daily minimum array inlet temperatures over the five-year duration are provided in Figures 5 and 6 for both houses. Results of the daily mean heat pump coefficient of performance over the same duration are given in Figures 7 and 8 also for both houses.
Comments: As is to be expected, there is a decline in minimum array fluid temperature over the extended operating time horizon though the rate of decline reduces over time particularly after the first year. What is important with these array designs is that the array fluid temperature for both houses barely falls below 4 °C which suggests that fresh water (rather than ethylene glycol solution) might safely be used with corresponding performance, cost and environmental advantages. The trends in heat pump coefficient of performance (Figures 7 and 8) show a small decline over the five-year period as the ground temperature reduces and a more pronounced decline in the middle period of each year. This is because light loads are being met at these times (i.e., domestic hot water only) with the consequence that the heat pump is operating highly intermittently. (A key assumption in the modelling is that the thermostatically-controlled heat pump operates at the same set point temperature (42 °C) at all times for both heating and hot water delivery and so the heat pump performance is governed by intermittent operation and seasonal variations in the source temperature.) Equally, though the performance is inferior at this time of the year, the heating delivered (and therefore electrical energy consumed by the heat pump) will be lower than in winter and this mitigates the inferior heat pump performance to some extent. The decline in heat pump performance over the five-year horizon is more pronounced with the mid-terrace house than with the detached house and the detached house exhibits a more pronounced dip in summer heat pump performance. The reason for this is that the domestic hot water loads are similar for both houses whereas the detached house has a significantly higher heat load due to space heating. The correspondingly larger array size for the detached house recovers better in summer when demands are light than the mid-terrace house which has the smaller array size. However, a lower pattern of P for the detached house due to higher heat load but only marginal increases in summer hot water load results in a lower summer CoP than experienced by the mid-terrace house. Again, because relatively low amounts of energy are generated in summer, the inferior heat pump performance is mitigated to some extent. 
Sensitivity to Soil Conductivity and Array Resistance
To evaluate the sensitivity of the designs to variations in soil conductivity and borehole heat exchanger resistance values, a simulation was conducted using alternative soil conductivities of 1.86 W· m −1 · K −1 (i.e., the lower quartile value from the Banks et al. review [20] ) and a further simulation was conducted using this lower conductivity and a higher borehole resistance value of 0.216 m· K· W −1 . In the choice of the latter value, the upper quartile resistance from [19] was used instead of from [20] since the range of values in [19] was wider. Results of the original seasonal performance factors compared with the new values arising from these changes in soil and borehole properties are given in Table 4 . Comments: The results show that the performance is not significantly affected by a -typical‖ range of soil and resistance properties found in UK conditions. Here, the results appear to be more sensitive to borehole resistance than soil conductivity though it should be stressed that this illustration involved a relatively minor reduction in conductivity and a substantial (near doubling) increase in borehole resistance. However, it is becoming clear that the range of soil conductivities across many UK applications is relatively low and this prompts the need to consider carefully whether expensive thermal response testing is needed in every case when ground geology is known with a reasonable degree of confidence. It should also be pointed out that, in most cases, the existence of groundwater flows (not considered in this work) will actually improve performance. 
Sensitivity to Heating System Sizing
A final analysis was carried out into the impact of heating system sizing. First, the simulation was re-run with P (in Equation (3)) fixed at a constant value of 1. This will show how much additional energy is required due to the deleterious part-load performance of the heat pump thus revealing the potential for improved control over the heat pump at light loads. Second, the simulation was re-run for both houses with the heating system capacity (Table A2 , Appendix A) reduced by 20%, and then increased by 20% and 40%.
Results, compared with the original design results for reference, are given in Table 5 . Also included are the averages of the comfort (operative) temperature of the whole house averaged over all periods when the space heating system is active only. Note that the operative temperature as used here is the average of the internal air and mean radiant temperatures. : annual electricity usage due to heat pump and source fluid pump divided by house gross floor area).
Comments: A 40% heating system over-sizing margin will not translate to a 40% increase in energy because the heating system controls will act to regulate the system to the required comfort conditions. However, oversizing will lead to an increase in energy because an over-sized control system will not be able to track the required control condition perfectly. In particular, the use of simple proportional controls used in domestic -thermostatic‖ radiator valves will exhibit offset (a sustained difference between set point and actual value). Thus, an over-sized system will lead to an increase in both energy use and comfort temperature. Consequently, the seasonal performance factor is not significantly affected by over-sizing (or under-sizing), however the electricity consumed has increased in all over-sizing cases. If the heat pump was able to operate over all load patterns without loss in performance it would operate with a SPF in excess of 3.5 for both houses. This falls to around 3.3 for both houses when its part load behavior is accounted for and the electrical consumption increases by 7% (mid-terrace house) and 12% (detached). If the heating is oversized by up to 40% the energy consumption over a heat pump well matched to the load at all times will increase by almost 18% (mid-terrace house) and 22% (detached house). These should be considered as viable targets for further improvements in domestic heat pump performances in the UK where evidence of equipment over-sizing is plentiful. A particularly notable result in Table 5 is revealed that when the heating system is under-sized by 20% the energy use falls whilst comfort remains very close to acceptable limits. Note here that the area-weighted target comfort temperature for both houses based on 21 °C in the main living space and 18 °C in all other spaces is 18.5 °C-almost precisely met on average by a heating system that is under-sized by 20%. The reason for this is that conventional heating sizing is carried out using steady-state calculations at boundary conditions that, in many winters, will never be realized or if they are, will be of short duration. There is a compelling case for the use of dynamic thermal modelling for the sizing of complex systems such as heat pumps and other microgenerators.
Conclusions
The aim of this work was to investigate the impact of heat pump capacity and ground array design for domestic ground source heat pumps operating in UK conditions with a view to establishing design criteria that might lead to improvements in operating performance.
The work has been largely based on numerical modelling supported with the introduction of a new empirical heat pump model which takes into account the decline in heat pump performance during periods of light load. Results have been drawn from two exemplar houses which have been configured to be typical of common terraced and detached houses in the UK and use has been made of an existing numerical model of a closed loop vertical ground array.
The results of this work suggest vertical ground loop array sizes for the two typical house types investigated of around 2.5 m of array length per m 2 of house gross floor area. The recommended allowance using the Microgeneration Certification Scheme recommendations would be around 1.1 m/m 2 . Furthermore, the array sizes proposed in this work show that it will be possible to operate the array safely using fresh water rather than ethylene glycol solution (or some other form of antifreeze) which is beneficial for performance, cost and the environment. As data on ground thermal conductivities in the UK start to become more abundant, it is becoming clear that many sites have mean conductivities of around 2-2.5 W· m −1 · K −1 and modest variations about this figure have little effect on heat pump performance. However, the more uncertain values of borehole heat exchanger resistance do have an influence on performance. The impact of both deteriorating part-load performance of thermostatically-controlled ground source heat pumps and heating system over-sizing (by up to 40%) has been shown to increase energy use by up to 18%-22% for the two typical house types considered.
Evidence in this work points to a strong potential for a better matching of the capacity of ground source heat pumps to the required building load pattern through the use of dynamic thermal modelling instead of conventional steady-state design methods.
Further work is needed in the following areas:
 Development of verifiably accurate and easy-to-use tools for the design and seasonal performance evaluation of ground source heat pumps suitable for use by practitioners.  Consideration of the impact of groundwater flow over closed loop arrays in UK conditions.  Investigations into variable speed drives, electronic expansion devices and improved controls for domestic scale heat pumps.  Development of alternative dynamically-based methods for system design and capacity-sizing as an alternative to conventional steady-state sizing methods. 
Appendix B. Dynamic Thermal Modelling-Simulink HVAC Blockset
The Simulink HVAC Blockset is a generic Simulink library that can be used to construct detailed dynamic models of buildings including HVAC plant and controls and certain embedded renewable energy systems. Several such libraries exist for modelling energy in buildings such as SIMBAD [21] and CARNOT [22] but the advantage of the HVAC Blockset used here is that all component models are fully dynamic, enabling more accurate control and system response modelling to be carried out. (The HVAC Blockset used here is made freely available by the author for other users.) Note that only certain component model selections were used in the present work as detailed below.
Components used to remodel the two house types: PID controller block was enacted. The detector was set with a long time constant (3 min) to help represent the long time delay in these valves. (Note that the widely-used term -thermostatic‖ is a misnomer in this context since these control valves actually modulate the hot water flow rate in practice.) 4. Separate -schedule‖ blocks were used to represent switching of occupant activity and plant activity. 5. The -solar simulator‖ was used to generate in-plane irradiances on each exposed window and opaque surface. Figure B1 . Simulink HVAC Blockset.
The highest level of the Simulink model created for the mid-terrace house is shown as an example in Figure B2 , showing all parent blocks and information flows between them. The three main blocks at the centre represent the parent blocks of the living room (top), balance of ground floor spaces (middle) and first floor (bottom). Beneath these parent blocks are all the component blocks (and their information flow connections) for the room elements, zone energy balance, ventilation, heating system and heating controls. The large block to the left in Figure B2 is the parent block which contains all microclimate modelling (i.e., a file-read utility which reads in weather data and solar simulating blocks for all orientations forming the mid-terrace house).
For further details of the individual block descriptions and derivations, see [12, 13] . Note that the other blocks shown in the generic library and not specifically referred to above were not used in the present work. Furthermore, the heat pump model in the generic library (which is a simple manufacturer's catalogue-fit type model) was not used in the present work either. 
